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CONTACTOR ENCLOSURE. LABEL 1. FOR ELECTRICAL NOTES, LEGEND, AND ABBREVIATIONS, Alaska District
SWITCH POSITIONS "ON" & "OFF" SEE SHEETS E-100001A, E-100002A AND E-100003A.
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1. PROVIDE "SQUARE D" CLASS 8903, OR EQUAL, 30A, 277V, 6-POLE, MECHANICALLY HELD CONTACTOR W/ 1. PROVIDE "SQUARE D" CLASS 8903, OR EQUAL, 30A, 240V, 6-POLE, MECHANICALLY HELD CONTACTOR W/ c5 ¥ (o]
277V COIL, CLEARING CONTACTS AND AUX. RELAY AS NOTED. 240V COIL, CLEARING CONTACTS AND AUX. RELAY AS NOTED. g Zaiy
2. INSTALL IN NEMA 1 ENCLOSURE. 2. INSTALL IN NEMA 1 ENCLOSURE. 8 <7
3. CONTACTOR AND CONTROLS SHOWN WITH HEAT TRACE DE-ENERGIZED OR "OFF". 3. CONTACTOR AND CONTROLS SHOWN WITH HEAT TRACE DE-ENERGIZED OR "OFF" 2353 %
4. PROVIDE A GROUND CONDUCTOR WITH ALL EXTERIOR CIRCUITS. 4. PROVIDE A GROUND CONDUCTOR WITH ALL EXTERIOR CIRCUITS. 5 9% . %
5. PROVIDE ANEUTRAL CONDUCTOR FOR ALL 277V EXTERIOR CIRCUITS. 5 PROVIDE A NEUTRAL CONDUGTOR FOR ALL 277V EXTERIOR CIRCUITS. R
6.  LABEL "HEAT TRACE SANITARY SEWER - CIRCUIT A", 6.  LABEL "HEAT TRACE - RAW WATER/WELL". B
7. HEAT TRACE MANUAL CONTROLS SHALL BE IN AN ACCESSIBLE LOCATION. 7. HEAT TRACE MANUAL CONTROLS SHALL BE IN AN ACCESSIBLE LOCATION. oo
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SANITARY SEWER HT CONTROL CP-10017001 (CP-10017002 SIMILAR) RAW WATER LINE/WELL HT CONTROL PANEL (CP-10012001 AND CP-10012002) I
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LONG RANGE DISCRIMINATION RADAR

NOT FOR CONSTRUCTION

\ﬁ COLD LEAD CONNECTIONS TO
HEAT TRACE, MINIMUM 36" AFF.
CONNECT PHASE NEUTRAL,
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WATER LINE CONTROLS
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CONSTRUCTION PACKAGE 1 - VOLUME 1

1. CONTROLS SHOWN WITH HEAT TRACE CABLE DE-ENERGIZED. :\‘.OTEEMP CONTROL PANEL WITH SOLID STATE OVERLOAD AND CONTROL TRANSFORMER, PROVIDED AS PART OF WELL PUMP PACKAGE.
2. PROVIDE A GROUND. 2. CONTACTOR AND CONTROLS SHOWN WITH PUMP DE-ENERGIZED OR "OFF". WELL PUMP MONITORING CABLES NOT SHOWN.
3. CIRCUIT BREAKERS SHALL BE EQUIPMENT GROUND FAULT PROTECTIVE (35mA) TYPE. 3. PROVIDE A GROUND CONDUCTOR WITH ALL CIRCUITS.
4. LABEL "HEAT TRACE - BACKWASH WASTE" & "HEAT TRACE - BACKWASH WASTE - BACKUP". 4. WELL PUMP CONTROL PAN| ED INSIDE MCF ;
5. ALL BMS CONNECTIONS TO . . ﬁ
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